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TYPE 111- PC 3” CONDUIT STUB FOR FIBER
JUNCTION BOX INTERCONNECT/ATMS USE.

GLUE PVC CAP TO UNUSED
STUB PRIOR TO BACKFILL.

TYPE 6 CABINET BASE

NOTES:
1. ATTACH THE GROUNDED SIDE OF THE SERVICE PEDESTAL POWER
SUPPLY TO GROUND ROGD IN THE TYPE III JUNCTIGON BOX.

2. MAINTAIN 1" MINIMUM SPACING BETWEEN CONDUITS IN CABINET
BASE. CAP OR PLUG CONDUITS AT BOTH ENDS UNTIL USED.

3. IDENTIFY AND LABEL ALL FIELD TERMINALS.

4. GROUND CABINET BY CONNECTING GROUND WIRE TO GROUND RGD
IN TYPE IIT JUNCTION BOX.

5. PLACE ALL CONDUITS IN THE SAME TRENCH WHERE POSSIBLE.

6. SEAL ALL CONDUITS INSIDE JUNCTION BOX AND CABINET AFTER
WIRING IS COMPLETE.
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